If you are using a printed copy of this procedure, and not the on-screen version, then you MUST make
sure the dates at the bottom of the printed copy and the on-screen version match.

The on-screen version of the Collider-Accelerator Department Procedure is the Official Version.
Hard copies of all signed, official, C-A Operating Procedures are kept on file in the C-A ESHQ
Training Office, Bldg. 911A.
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AGS RING LOCKOUT-TAGOUT CHECKLIST

CONTROLLED ACCESS
LOTO Applied Date:
RAP Life # SWV Life #
LOTO Removed
Partial [] Total[] Date Partial [] Total[] Date
RAP Life # RAP Life #
SWV Life # SWV Life #

LOTO Items marked with * BEFORE MMPS. Remove MMPS LOTO before *’d items. These items will
be LOTO first, if this list is followed in order from beginning to end.

Energy Control Device Lock # Key # RAPon | SWVon | RAPoff | SWYV off

F10 House

SDRIVE PP2-SW13 10L014 F10-01

* FPBLW PP2-SW11 100221 F10-02

* HPBLW PP2-SW12 10L582 F10-03

F7 SEXTUPOLE 131260 | F10-05

FDS F10-1

E10 House

FDS GAMMA TR 10L086 E10-01

E10 Snake SUPPLY - Master DCKIRK | KEY 407
E10 Snake SUPPLY - Slave DCKIRK | KEY 424

H10 House

* GO9A (F8,F9, G2, G3) BLW | 10L474 | H10-01

Switch
* GO9B (G16,G17) BLW 10L461 H10-02
Switch
* H11A (H4, H5) BLW Switch 10L417 H10-03
* H11B (H18, H19, 112, 113) 3639 H10-04
BLW Switch
* G09 Trim Bump H10-B2-8 3784 H10-05
* H11 Trim Bump H10-B2-7 101248 H10-06
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Energy Control Device Lock # Key # SWVon | RAP off | SWV off
G18 House
FDS GAMMA TR 10L377 G18-01
118 House
FDS GAMMA TR 100492 118-01
J18 House
* J10 BUMP FDS 3274 J10-01
K18 House
FDS GAMMA TR 10L370 K18-01
L18AHouse
*120X&X’ 3780 L18-04
A18 House
FDS GAMMA TR 100688 A18-01
C18 House
FDS GAMMA TR 100822 C18-01

BUILDING 929 *Note: OPM 2.6.6 shall be completed prior to locking the MMPS lock box*

* ACTIVE FILTER FDS 10L.208 929-01
MMPS LOCK BOX 10L567 929-02
911 Multipole Room
(QV) FDS#391-1 10L432 911-01
(QH) FDS#391-2 10L239 911-02
(SV) FDS#391-3 10L211 911-03
(SH) FDS#394-1 10L.385 911-04
(QS) FDS#394-2 100244 911-05
AGS Ring Token 10L678 AGS
Token
Box
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